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NOTES:
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1. FRAME FINISH GOLD IRRIDITE PER. MIL-C-5441
2. WELD PER A8381
3. PRESSURE TEST 150 PSI N2 UNDER WATER
4. BRIGHTEN FINS PRIOR TO FRAME ASS'Y PER. TEP 101-06
5. INTERNAL FLUSH AND TUBE TREAT PER. TEP 101-07

6. APPLY LABEL AS SHOWN , MARK DATE CODE
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